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SENECA HEALTHCARE DISTRICT 

 Construction – Support Services Building – Metal Building 

 

BID FOR CONSTRUCTION SERVICES – ADDENDUM 1 

  

TO:    PROSPECTIVE FIRMS  

  

FROM:   Linda McCurdy Seneca Healthcare District  

  

DATE:   7/29/2025 

SUBJECT:  BID CLARIFICATIONS  

  

 

1) See attached for 7/28/2025 Pre-bid conference sign-in sheet. 
 

2) See attached for 7/28/2025 Pre-bid conference presentation. 
 

3) Q 1 – This manufacturer does not have a 50 year warranty what is the minimum required? 

             A - Criteria Specifications  A17 Warranty shall be amended : Warranty shall be  Best in Class with a  

       minimum of not less than 20 years? 

 

4) Q 2 - On a PEMB depending on manufacturer the typical name used for this application is a clear span 

rigid frame. Please define what you mean as “Web Truss”?... this is a term used for wood  or bar joists. 

 

A - Seneca is looking for a standard  Steel Building and is accepting of the fact that building manufacturers 

may utilize clear span rigid frame, a metal webb truss system, or other as within their standard building 

design.  

 

5) Q-3 – Is the 2 Foot roof overhang necessary? 

 

A – Yes, the 2’ Roof Overhang is necessary. 

 

6) Q-4 – When will Seneca want the building delivered? 

  

A. Seneca has no specific timeline as yet, but would like construction of the Support Services Building 

Project to begin as early in 2026 as weather allows.  


